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SECTION 7 
WATER/WASTEWATER MAIN EXTENSIONS AND METER CONVERSIONS 

 
7.1 General 

 
It is the policy of the Board to encourage and assist in the extension of water and/or wastewater 
mains to the property or properties of any person or entity requesting those services, except as 
limited by state or local law. Other limitations of this policy are related to: 1) reasonableness of 
how the proposed extension fits into MAWSS' plan and schedule for providing service to the 
community, and 2) funding priority. Reasonableness of the project will be evaluated in terms of 
proposed extension work that would reduce capital costs for near term needed expansion and 
enhance system operating efficiency over anticipated long-term system support of community 
growth. The level of extension funding is established  based on available budget funds and 
analysis of return on investment over a ten-year period. 

 
The main extension policy is the same for water and wastewater service, but different in specific 
applications with regard to two categories of service. The first category is extensions to 
undeveloped or recently developed properties. In these circumstances, the development is linked 
to the anticipated extension in that one would not exist without the other. The second category is 
extensions to existing communities or areas where residents or businesses use other water and/or 
sewer facilities, or use temporary mains provided by MAWSS. 

 
For both categories of extensions, it is the applicant's responsibility to furnish information to 
MAWSS for evaluation of the system's ability and the required improvements to provide the 
requested service. 

 
7.2 Definitions 

 
A.D.E.M. means the State of Alabama Department of Environmental Management. 

 
A.D.O.T. means the Alabama Department of Transportation. 

 
Adjacent means no intervening, etc. 

 
Dual Service Line is a pipeline that extends from the main to the customer’s premises and the 
pipeline is used for both fire protection and other needs including domestic and industrial process 
uses. Dual service lines are metered and billed according to consumption. 

Enhanced Size means mains sized larger than currently needed  to accommodate future long-
range development. 

Fire Hydrant Assembly means the pipe, isolating valves, fittings, hydrants, and the tee on 
MAWSS' distribution main, needed to provide a fire hydrant. 
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Fire Line is a pipeline that extends from the main to the customer’s premises for the sole 
purpose of providing water to fire suppression systems like sprinklers, hydrants and standpipes. 
Fire lines are usually fed with potable water; however, industrial customers may use raw water 
for fire protection where raw water is available. Dedicated fire lines are billed according to the 
fire service charge – standby charge. 

Laterals mean all pipes of MAWSS which extend from the sewer collection line to the owner's 
property line. 

 
Main means that pipe which is owned or intended to be owned by MAWSS to which service lines 
or laterals may be connected. 

Off-Site Mains mean those mains located outside a development. 
 

On-Site Mains mean those mains located in streets, rights-of-way, or easements within a 
development, and those mains located in streets that are peripheral to a development which are 
constructed for use by that development but are owned and operated by MAWSS. 

Plumbing means all pipes, fittings, and appurtenances on the owner's side of the water meter or, 
in the case of sewer, all lines on the owner's property that serve the premise. 

 
Property means  a portion of land identified as a tax parcel and/or a legal lot of record.  

Service Lines mean the pipes of MAWSS which extend from the water main to the meter, 
including the corporation stop on the water main, the curb stop at the meter, the meter box, and 
the backflow preventer or meter coupling. 

 
Water/Wastewater Main Extension means a pipeline added to an existing water/wastewater 
main of MAWSS for the purpose of serving one or more customers. 

 
 

7.3 Water/Wastewater Main Extensions, When Required 

The Owner or Developer shall be advised by MAWSS as to whether water or sewer service is 
available and whether a water or sewer main extension shall be required. That notification shall 
not constitute assurance of water or sewer service, which shall be conditioned upon compliance 
with the rules of MAWSS and the terms and conditions of any contract which may be entered into 
between the owner or developer and MAWSS, and the availability of sewage treatment or water 
supply pursuant to the requirements of federal, state, and local agencies. 

Water main extensions shall be required when there are no existing water mains to a development 
or when MAWSS has determined the existing mains are not of adequate size to provide service 
for that development. 
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Sewer main extensions shall be required when there are no existing sewer mains to a 
development or when MAWSS has determined the existing mains are not of adequate size to 
provide service for that development. 

 
MAWSS shall stipulate the location, length, type, and size of all mains to be installed for the 
projects to be served, in accordance with accepted, standard engineering practices of the 
American Water Works Association (AWWA), Water Environment Federation (WEF) and all 
applicable local, state, and federal requirements. 
MAWSS routinely receives requests for water and/or sewer service at locations not presently 
served by water or sewer mains. The following procedure provides a means of providing service 
to these locations: 

Step 1: Customer requests water and/or sewer service at a location not presently served 
by water and/or sewer mains. 

Step 2: MAWSS determines water/sewer availability and requirements. 
 

Step 3: MAWSS prepares (or reviews and approves) plans, determines enhancement 
costs, if any, and advises the requester of the cost of a permanent main 
extension.  

 
7.4 Water/Wastewater Main Extension Procedure – New Developments 

 
An application for a main extension, in a format provided by MAWSS, shall be submitted and 
signed by the owner/developer desiring such service. MAWSS shall conduct all reviews and 
communication regarding the project only with the applicant, unless the applicant designates an 
authorized agent, in writing. The application shall be approved by a professional engineer 
registered in the State of Alabama, and include the following information: 

1. Name, address, and signature of the owner or developer. 
 

2. Adequate legal description and tax parcel information of property for which service is 
desired. 

 
3. For new subdivisions, a master tentative plat or large-scale conceptual development 

plan; and a preliminary plan indicating the location of the proposed main extensions 
within rights-of-way or utility easements. 

 
4. For all projects, except an individual owner constructing a single-family residence. 

 
5. A statement indicating whether the applicant wishes to convey to MAWSS the mains 

within the non-dedicated areas of the development. 
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Upon review of the plans submitted and MAWSS’ determination that an adequate supply of water 
and/or sewer service is available, MAWSS will determine the need to oversize the service 
extension and to make other allowance for future extensions beyond the subject property, and 
will develop a description and construction cost estimate of the difference, if any, between the 
base and oversized project. The applicant can then proceed at any time with constructing the 
oversized extension, with specified MAWSS review and inspection. MAWSS will reimburse the 
applicant 100% of the enhancement or over sizing cost when the project is accepted by MAWSS. 

 
If the project schedule is coordinated with MAWSS' budget and planning process and the work is 
directed by MAWSS, the applicant will be required to pay actual project costs less Board 
contribution and less 100% of the enhancement or over sizing cost. Depending on project size 
and construction time, these costs can be paid prorated over the actual time expenses are 
incurred, but in all cases, full payment is required before the project is placed in service. 

SEE NEXT PAGE 



 

MAIN EXTENSION PROCESS 
NEW DEVELOPMENT 

 
Single Family COMMERCIAL Subdivision 

 
 

Makes application and 
presents building 

permit 

Makes application, 
presents building plans, 

legal description and 

Makes application, 
presents deed site plans 
and proposed on-site 

mains 
 
 
 

MAWSS determines water / sewer availability and requirements 
 
 

MAWSS reviews and approves plans, determines enhancement cost (if 
any) 

 
Customer pays all connection charges 

 
 

 

Owner hires contractor and provides 
MAWSS with competitive pricing 

documentation if required 

Contractor installs mains with MAWSS 
review inspection 

MAWSS bids project and hires 
contractor 

 
Owner pays MAWSS actual project 
cost less 100% enhancement, if any 

Owner presents MAWSS with required 
documentation for service (e.g. release 
of liens as-builds etc. ) 

 
MAWSS accepts mains and initiates 

service 

Contractor installs mains with MAWSS 
review and inspection 

 
MAWSS accepts mains and initiates 

service 

MAWSS issues reimbursement for 
enhancement cost, if any 

 
 6 

 



7  

7.5 Main Extension Process – Existing Communities 
 

Residents within existing communities may request MAWSS to install water and/or sewer as 
follows: 

1. Applicants shall provide a map, a definition of the area to be served, demographics, 
and a survey of potential users to MAWSS. 

 
2. MAWSS shall evaluate the information provided, identify existing facilities, and 

develop preliminary cost estimates for construction of main extension(s). 

3. MAWSS will determine project viability as determined by the number of potential 
connections and availability of capital funds. 

4. MAWSS will report its findings to residents of the community, including cost estimates 
to ascertain support and willingness to participate. Each resident who wishes to 
participate will be asked to execute and return an agreement to participate and 
stipulated payment for same. 

 
5. If the money committed by the favorable responders does not cover the cost of the 

project, MAWSS will contribute the balance if the calculated payback period is  10 years 
or less. The contribution is contingent on availability of funds in the MAWSS Capital 
Budget. 

 
 
 

SEE NEXT PAGE 
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MAIN EXTENSION PROCESS 
EXISTING COMMUNITIES 

 
Request for service is made to MAWSS 

  

Applicant provides Map, definition of area, demographics and 
survey of users 

  

MAWSS evaluates application, identifies existing facilities 
and develops preliminary construction costs 

  

MAWSS determines project viability, estimated cost and 
availability of funds 

  

MAWSS contacts residents and asks for participation and 
execution of Restrictive Covenant 

  

If project cost is recoverable in 20 years or less 

 

 

 
 

Board approves project subject to availability of funds 

Those who execute Restrictive Covenants to pay fees 

MAWSS proceeds with project 
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7.6 Service to Subdivisions 
 

Where the subdivision developer has paid for the installation of water/sewer lines within the 
streets and easements of any subdivision and is not being reimbursed and pays for the connection 
to water and/or sewer service, the owner shall pay a minimum charge for each connection, as 
established by MAWSS.  (See 7.9) 

 
 

7.7 Contribution for New Developments 

For all new eligible residential developments as determined by MAWSS, connecting to both water 
and sewer service from MAWSS, a contribution towards the cost of development  may be made 
by MAWSS. The money  must be used toward an extension of MAWSS’ existing water and/or 
sewer lines. 

 
 

Each year, the Board will budget money to be used for contribution payments. The money will be 
paid as development projects are completed. If the budgeted funds are exhausted prior to the end 
of the budget year, those projects completed after the funds are exhausted will have first priority 
to the next budget year’s funds. 

 
 

7.8 Fire Protection 
 

Water service for fire protection purposes is intended to stand ready and to provide a supply of 
water exclusively for fire protection purposes and no water shall be used from the fire protection 
system facilities for any other purpose unless the said system is a MAWSS approved fire/domestic 
dual service, and such dual service is noted in the Contract for Service and all applicable fees 
paid. 
The customer's fire protection apparatus, facilities or system installation (plumbing) to which 
service is rendered must be entirely separate and apart from the customer's domestic water 
service unless the system is a MAWSS approved dual system as herein noted. Those existing 
fire protection facilities and installations which do not conform to this requirement will be reviewed 
by MAWSS on a case-by-case basis to determine actions required to conform to the 
aforementioned requirements. 
 
No disconnection of fire protection apparatus, facilities or systems in whole or in part, from water 
service provided by MAWSS is permissible unless the customer can provide proof of demolition 
of the existing structure or a letter from the Fire Marshall authorizing the disconnection of the fire 
protection facilities or system, clearly designating the portion authorized for such disconnection. 

No fire line connection will be furnished to anyone using treated water from any service other than 
MAWSS. 

 
To provide reasonable fire protection to adjacent properties, the installation and location of fire 
hydrants on any water line having a diameter of 6-inch or more is at the discretion of MAWSS. 
Upon request by a customer and approval by MAWSS, a fire hydrant may be installed on any 
water main having a diameter of 6-inch or more. The requesting customer shall pay the cost of 
installation including material, labor, equipment, and overhead. 

When an existing water main is inadequate to provide the fire protection requirements of a new 
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development, the developer will assume all construction costs for the new main required. 

No fire hydrant shall be installed on any water main having a diameter less than six inches. 
 

An approved backflow prevention device is required on all fire protection system facilities in 
accordance with Section 6.0 unless raw water is being used for fire suppression. 

Fire lines are to be used only for fire suppression purposes. If a fire line is determined to be used 
for purposes other than fire suppression, a meter will be installed on the fire line at the customer’s 
expense and future billings will be based on meter size and consumption. 

 
 

7.9 Acceptance of Main Extensions 

MAWSS may at its discretion agree to accept a main extension for ownership, operation, and 
maintenance subject to the conditions described in this section. 

 
No main extension shall be accepted by MAWSS for ownership, operation, and maintenance, 
unless the applicant demonstrates that: 

 
1. The main is located in a public right-of-way or within an easement with a minimum 

width of 20 feet for water or pressure sewer, and 30 feet for gravity sewer. 
2. The facility has not been installed under any building or appurtenance thereto. 

 
3. There exists clear access to all easement areas, and there is reasonable 

assurance that such access will be maintained. 
 

4. All necessary easements have been conveyed to MAWSS by a separate, 
adequate legal instrument in recordable form. 

 
5. All construction has been performed under the observance and acceptance of 

MAWSS. 
 

6. The main extension has been constructed and tested in accordance with the 
requirements of MAWSS’ Standard Specifications. 

 
7. All materials and labor meet the current specifications of MAWSS. 

 
8. All necessary permits have been received from MAWSS, county and/or 

municipality, 
A.D.E.M. and A.D.O.T. 
 

9. The owner or developer warrants that the main extension has been constructed in 
accordance with MAWSS’ requirements and is free from any and all defects in 
materials and workmanship 
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Prior to acceptance by MAWSS, a written warranty (in a format approved by MAWSS) will be 
required on all main extensions, wherein the contractor guarantees correction of any defects in 
the work for a period of two years after MAWSS accepts the main extension. Any developer or 
contractor who fails to correct any such defect(s) may be required to provide MAWSS a 
Maintenance Bond or Irrevocable Letter of Credit, up to the amount of 100% of actual construction 
cost, for any subsequent main extensions. 

 
All main extensions or other facilities to be accepted for ownership, operation, and maintenance 
by MAWSS shall be conveyed by adequate legal instrument. Prior to conveyances to developer, 
the owner shall provide MAWSS with: 

1. A breakdown of the actual construction cost of said facilities. 
 

2. Copies of paid bills and/or lien waivers, releases, or satisfactions sufficient to indicate 
that all contractors, subcontractors, and material men have been paid in full. Payment 
bond and/or a transfer of liens to security may be substituted as deemed appropriate 
by MAWSS’ legal counsel. 

3. One set of "as-built" or Record drawings (and video where required) indicating the 
specific location, depths, and other dimensions of all main facilities and 
appurtenances as actually constructed and installed. 

 
4. Letter stating all fire hydrants are located satisfactorily, and if required to be moved, 

relocation will be at the expense of owner. 

5. Copy of a satisfactory bacteriological report. 

 
7.10 System Design; General Criteria 

 
Standard Specifications for Water Mains, Sanitary Sewers and Sewage Pumping Stations are 
developed to establish minimum acceptable standards for the design and construction of water 
distribution and transmission facilities and wastewater collection and transmission facilities 
owned, operated, or maintained by MAWSS. Such facilities include water mains, gravity sewers, 
wastewater force mains, wastewater pump stations, and miscellaneous related appurtenances 
associated with such systems. 

A copy of the Standard Specifications is available for downloading on MAWSS’ website at 
www.mawss.com. 

http://www.mawss.com/
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